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DATE : /Q/,U/aof
MEMORANDUM
SUBJECT: Potential Hazardous Waste Site - Site Inspection Report

FROM: Oscar Cabra, Jr., P.E.
Chief
Water Supply Branch (6W-S)

T0:  /Z Larry Wright_~
‘~.Acting Chief
Superfund Compliance Section (€H-ES)

In response to the CERCLA investigation reports which you recently sent to
the Water Suppty Branch, I am attaching our comments., Thank you for the

opportunity to review these documents.

Attachment: ‘
Site Name: 61&4, (ngLIEZi/ i
Site Location: __ S, luem  _ Ol
Site Mumber: O KD 2528 790 3¢ )

cc: Cari Hickam (6H-ES)
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REVIEW
Pote&t{al Hazardous Waste Site - Inspection Report
Site Mame 4//2 [Q’”I‘E’&
Site Location__fu..yﬁe. [Mc‘-’_, 2L
Site Number__orD §80 750715

Date of Survey /{/g/jjff/
Inspected by State FIT V//;AT

Other (specify)
Received From L’me Lbjm/‘fﬂ’ﬂaj /‘/Ir‘-mo Il/if/?t’/

Date rec'd by Water Supply Branch__ (4 K. €&

Type samples:

-site on-site on-site on-site
gglt SURFACE WATER GROUNQ WATER DRINK{NG WATEPR
off-site off-site off-site Zoff-sne

Type contaminant(s):

X _ORGANICS 3< _ INORGANICS RADIONUCLICES MICROBIOLOGICAL

Summary: This site is a former aircraft renovation and paint stripping facility.
The current sample results are from two wells that are the final of a series of wells
proposed to be sampled by FIT in their initial resampling proposal, cerca 10/87.

The results are for the Stlver Lake Public Water Supply and show that in the north
Silver Lake well the concentrations for arsenic, selenium and chromium slightly exceed
the MCLs and in the south well, the éhromium MCL is s1ightly exceeded. These
ncentrations are not related to off-stte contamination.

The Oklahoma State Department of Health was advised immediately of these well-head
samplé results. Mike Harrell reported that Silver Lake buys water from Oklahoma City
and utilizes blending of waters to dilute the marginal well-head quality. Mike said
that there has not been a problem in the distribution system historically except for
a recent elevated selenium concentration of 0.04 mg/1 in the system. The System (Pus)
has been advised that they must obtain water from Oklahoma City in sufficient
quantity to provide adequate dilution.

Recommendation: The Silver Lake wells are 2-1/4 miles from the site. The detected
contamifation is not site related. Do not recommend further sampling.
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